Comparative Analysis of the Effectiveness of Reverse Osmosis

and Ultraviolet Radiation of Water Treatment by Dirisu, Gabriel B. et al.
See discussions, stats, and author profiles for this publication at: https://www.researchgate.net/publication/328629455
Comparative Analysis of the Effectiveness of Reverse Osmosis and Ultraviolet
Radiation of Water Treatment
Article  in  Ecological Engineering · November 2018
DOI: 10.12911/22998993/93978
CITATIONS
0
READS
52
4 authors, including:
Some of the authors of this publication are also working on these related projects:
Currently working on the potentials of some rare earth metals as multilayered coatings View project
Upcoming International Conference on Engineering for a Sustainable World View project
Ugochukwu Okonkwo
Nnamdi Azikiwe University, Awka
30 PUBLICATIONS   85 CITATIONS   
SEE PROFILE
Imhade P. Okokpujie
Covenant University Ota Ogun State, Nigeria
62 PUBLICATIONS   180 CITATIONS   
SEE PROFILE
Ojo Sunday Isaac Fayomi
Covenant University Ota Ogun State, Nigeria
179 PUBLICATIONS   614 CITATIONS   
SEE PROFILE
All content following this page was uploaded by Imhade P. Okokpujie on 02 November 2018.
The user has requested enhancement of the downloaded file.
61
INTRODUCTION
Water is a very significant abiotic param-
eter, it is often said that “water is life” Adah et 
al, (2013). Water is an important constituent of 
the biotic community. In nature, it occurs on sur-
face, underground, in the atmosphere and in the 
biomass. Globally, 97.54% of the total volume 
of water available is in the oceans, 1.81% stored 
in the form of ice-sheets, 0.63% – ground water, 
0.007% – salt water, 0.009% – fresh water and 
0.001% in the atmosphere (Ademoroti, 1996). 
Water availability and quality are two impor-
tant factors in any sustainable human settlement 
(Omole et al., 2017; Montgomery, 1995). Potable 
water supplies in most industrial societies today 
are regarded as safe because they are treated in 
one way or the other. This is not the case in the 
developing or so-called third-world countries, be-
cause only a small percentage of the population 
has access to treated water. The sources of water 
supply for most rural and urban communities are 
well water, surface water such as streams, rivers 
and lakes as well as borehole, dug well and pipe 
borne water. The chemical, physical and biologi-
cal characteristics of a water supply depend on 
many factors, among which are climatic, soil, 
geologic conditions and human activities that 
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ABSTRACT
Water contamination and pollution pose health hazards to humanity and hence the need for their treatment. This 
study compared reverse osmosis (RO) and ultra-violet (UV) radiation in treating borehole water (BHW) and 
surface water (SW). The study area is Omoku community in Rivers State of Nigeria. The RO- and UV-treated 
waters were determined by their physicochemical characteristics and total Coliform, with the control to check 
the impact of each one. The obtained results showed slight variations, which were either significant or not. The 
pH of the treated BHW was slightly acidic with the value of 6.52. Water conductivity ranged from 40.33 µs/cm3 
to 42.40 µs/cm3 for the BHW treated with RO, UV and control samples, respectively. SW conductivity attained a 
range of 425.07–800.0 µs/cm3. Turbidity of BHW were beyond the detectable limit but was higher than the WHO 
limit of <5.00NTU, while total suspended solid (TSS) of SW ranged from 9.08–46.43 ppm. Total dissolved solids 
(TDS) values of water were between 3.50 ppm and 16.67 ppm for RO treated BHW and higher than that of SW. 
There was a reduction of salinity of BHW from 40.7 mg/l to 11.8 and 21.6 mg/l following RO and UV treatment, 
while SW salinity was also reduced from 75.0 mg/l to 20 mg/l in RO treated water and 16 mg/l in UV treated water. 
In this study, RO and UV water treatment proved to be effective in producing potable water from both BHW and 
SW, although RO seemed to produce water with reduced mineral content in comparison to the UV treatment. Both 
methods effectively reduced heavy metals as well as Coliform. The physicochemical parameters tested were below 
the WHO recommended limits in most cases. It is recommended that both methods be incorporated in a single WT 
in order to gain the benefits of both technologies.
Keywords: water treatment, water treatment techniques, ultraviolet radiation, reverse osmosis
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result in varying degree of pollution within a 
drainage basin (Kulkari and Kherede, 2015). The 
drinking water standards are specified in order to 
ensure that water meets the designated use, thus 
water is said to be polluted when it is unfit for 
its intended use. In Tropical Africa, particularly 
in Nigeria, these standards are almost impossible 
to attain in the untreated drinking water supplies 
serving rural communities. For aesthetic reasons, 
good quality water is expected to have neutral pH 
(7), in addition to being colorless, odorless, and 
turbid free, while for the health reasons, the water 
should be free from pathogenic microorganisms 
and toxic chemicals (IWMI, 2004; SWWA, 2004). 
A few machines which treat water by reverse 
osmosis (RO) and ultra-violet radiation are avail-
able in the market. These are meant to reduce to 
the barest minimum of the contaminants in the 
water. The RO machine is said to eliminate up to 
99% of dissolved solids, chlorine, fluoride, mi-
croorganisms and heavy metals such as barium, 
cadmium, chromium, lead and mercury from the 
water. Such RO purified water is used for drink-
ing, cooking and ice for improved flavor health 
benefits (Bodalo-Santoyo et al., 2003). The UV 
radiation rays in the range of 10 to 400 nm units 
are lethal to all types of bacteria. The UV energy 
entering the water has no effect on the taste and 
odor of the water with the exception that certain 
chemicals will oxidize under the UV light. The 
taste may change as a result. This oxidation only 
takes place when the water is standing for a long 
period of time in front of the UV lamp (Adetayo 
et al., 2013; Emenike et al., 2018). As of late, re-
searchers focused their study on the layers in oth-
er to expel little oil beads, since these techniques 
require no continuous substitution of channels; 
therefore, the water quality after treatment is bet-
ter. However, layers experience the unfavorable 
effects of fouling as a result of impurities in de-
livered water. (Dickhout et al., 2017; Matafonova 
and Batoev 2018 and Zhang et al., 2018).
Water for the populace was often collected 
from surface and under-ground sources. Different 
options available for the treatment of water be-
sides Reverse Osmosis and ultra-violet radiation 
methods include the distiller which uses various 
forms of primary, secondary and tertiary treat-
ments of wastewater treatment. Its limitations 
are related to the low production of treated wa-
ter (Sutherland et al., 2018; Peleato et al., 2018). 
Nanotechnology holds great potential in advanc-
ing water treatment to improve the treatment 
efficiency as well as to augment water supply 
through safe use of unconventional water sources; 
its limitations include the high energy consump-
tion, which is an important barrier to the wide ap-
plication of pressure-driven membrane processes. 
Membrane fouling adds to the energy consump-
tion and the complexity of the process design and 
operation. Photo catalytic technology uses photo 
catalysts and the UV rays from sunlight to de-
toxify polluted water at high speeds, creating safe 
and drinkable water. Its limitations are due to it 
complex technical barriers that impede its com-
mercialization, remained on the post-recovery of 
the catalyst particles after water treatment (Ravi-
kumar, and Somashekar 2017). 
Reverse osmosis treatment method (RO) is 
a water purification technology that uses a semi 
permeable membrane to remove ions, molecules 
and larger particles from water bodies. Ultra-vi-
olet (UV) is an energy band within the electro-
magnetic energy spectrum. It is a colorless, taste-
less, odorless and chemical free way to ensure 
the water supply is safe and clear of germs and 
other microorganisms that can make people sick. 
It works by exposing microorganisms (such as 
cryptosporidium, guardian lamblia and more) to 
UV radiation, via a special UV light bulb, which 
disrupts their DNA and disables their ability to 
replicate. The proper management of water re-
sources has become the need of the hour as this 
would ultimately lead to a cleaner and healthier 
environment. In order to achieve this goal, proper 
control measures will be discussed. 
This research applies the reverse osmosis and 
ultraviolet radiation water treatment techniques 
in Omoku Community River in North West Nige-
ria and underground water (bore-hole), to deter-
mine the effectiveness of both method and to also 
ensure the safety of the people in the community. 
MATERIALS AND METHOD
The study area is Omoku community in River 
State lies with latitude 5°13¹N and 5°22¹N and 
longitude 6°33¹E and 6°42¹ North West of the Ni-
ger Delta region of Nigeria (UNDP, 2006). It is 
one of the onshore oil producing area of Rivers 
state, the area which is one of the highest oil and 
gas producers onshore of Niger Delta has over 
Nine hundred oil wells with over thirteen active 
oil fields, playing a host to three multinational 
companies (Dirisu et al., 2016). 
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Samples Collection and Treatment
The borehole water selected for the study is 
shown in Table 1, where 1, 2 and 3 are the three 
boreholes. 
Collection method: A sterile sampling bottle 
was used to collect the water samples from these 
boreholes. The boreholes were switched on and 
discharge pipes to the reservoir tank was discon-
nected to allow the water to flow out for minimum 
period of 5 mins before the raw water was collect-
ed on a 4 liter jerry-can with laboratory sanitized 
standard, and the samples were collected before 
getting to reservoir tank (GP tank-overhead tank). 
These procedures were applied to all three Bore-
hole selected at different locations, about 3 kilo-
metres apart within the Omoku town. Secondly, 
the raw water was redirected to the RO and UV 
machine for treatment and the treated water was 
sent to the Laboratory for the physicochemical 
test which will be compared to the raw result.
For Surface Flowing Water sample: Raw wa-
ter (Surface flowing water – SFW – 1, 2 and 3) 
4 liter sterile sampling bottles were used to collect 
the water samples from Orashi flowing River at 
three (3) different points of at least 7 kilometre 
apart, using the method of sweeping against the 
flowing river (Stella-Maris, 2001). Each of the 
collected 4 liter samples were sent to the Labora-
tory separated into 4 samples of 1 liter each, in-
cluding: sample 1: raw test, sample 2: RO treated, 
sample 3: UV treated and reserved) for all physi-
cochemical parameters, respectively.
Laboratory Analysis and Methods
The water samples were taken for laboratory 
analysis at NAOC Industrial lab for various phys-
icochemical characteristics and Coliform count. 
The physicochemical parameters investigated 
and the methods are shown in Table 2.
Physicochemical Characterization: The water 
samples were analyzed to determine their physi-
cochemical characteristics. The parameters char-
acterized include pH, electrical conductivity, tem-
perature, total hardness, turbidity, total dissolved 
solids, total suspended solids, Nutrients such as 
Nitrate, Sulphate and Chloride, mineral elements 
such as potassium, sodium and magnesium as 
well as heavy metals such as Iron, Lead, Chro-
mium and Arsenic. 
 • Heavy Metals: A measured quantity of the 
sample was transferred into a Kjeldahl flask; 
20 ml of concentrated nitric acid (HNO
3
) was 
added and the sample pre-digested by heating 
gently for 10 mins. Afterwads, 10 ml of acid 
was added and digestion was continued for 
30–40 mins. Digestion was stopped when a 
clear digest was obtained by viewing through 
a microscope. The flask was cooled and the 
content transferred into a 50 ml volumetric 
flask and made to mark with distilled water. 
The resulting solution was analyzed for heavy 
metals using an Atomic Absorption Spectrom-
eter (AAS) (Mohammad et al., 2013)
 • Salinity (as Chloride): The salinity of the 
sample was determined as chloride using 
ASTM D512 titrimetric method. A measured 
quantity of the sample containing mixed indi-
cator was titrated with Mercury nitrate to an 
end-point blue-black color. The obtained re-
sult was further confirmed electrometrically 
using a Salinity meter and probe. 
 • Total Suspended Solids (TSS): The TSS was 
determined using APHA 2540D (TSS dried 
at 103 – 108°C). A measured quantity of the 
homogenized sample was filtered. The pre-
weighed filter now containing the suspended 
solids was then dried for about 1 hr at 103–
108°C in an oven and weighed. The drying 
and weighing processes were carried out re-
peatedly until a constant weight was obtained. 
The milligram TSS per liter of the sample was 
calculated by weight difference.
 • Sulphate: The sulphate concentration in the 
samples was determined using DR2800 Spec-
trophotometer-SO
4
2- D Gravimetric method. 
The sample was heated with slow addition of 
Barium Chloride until precipitation was com-
plete. Precipitate was digested at 80–90°C for 
at least 2 hrs. The BaSO
4
 precipitate was fil-
Table 1. Borehole water sampling sites
Borehole No. Borehole address/location Yeardrilled Depth
BH1 #30, Elder Mark Street, Omoku Rivers State 2006 25 meters
BH2 #18, Obikeze Street, Omoku Rivers State 2008 35 meters
BH3
#98, Delta Hotels Ltd Along Ahoad Rd, Omoku 
Rivers State 2010 40 meters
Journal of Ecological Engineering  Vol. 20(1), 2019
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tered, dried and weighed. Milligram Sulphate 
per Litre of sample was then calculated. 
 • Nitrate: The nitrate concentration in the sam-
ples was determined using APHA 4500-NO
3
 
B method. Hydrochloric acid was added to 
the samples. A UV Spectrophotometer set 
at the various recommended wavelengths 
(10–400nm) was then used to measure the 
absorbance of the samples, nitrate calibration 
standards and re-distilled water blank. The 
nitrate concentration was determined after 
the requisite calculations from the calibration 
curve (APHA, 2005)
The parameters in the table below are taken 
directly with their digital instruments
Statistical Analysis
The data obtained was subjected to a descrip-
tive and two-way analysis of variance (ANOVA) 
statistics to test the significant difference in the 
effectiveness of the RO and UV water treatment 
in both the borehole (BH) and surface water (SW) 
at 95% confidence limit. This statistical tool was 
employed due the following reason: The two-way 
ANOVA compares the mean differences between 
groups that have been split on two independent 
variables (called factors). The primary purpose of 
a two-way ANOVA is to check if there is an inter-
action between the two independent variables on 
the dependent variable: RO and UV (independent 
variables) and water sources: Borehole and sur-
face flowing water. The interaction term in a two-
way ANOVA informs whether the effect of one of 
your independent variables on the dependent vari-
able is the same for all values of the other inde-
pendent variable and vice versa (Cortina, 2000).
RESULT AND DISCUSSION
The laboratory results of the treated and un-
treated (control) water samples – borehole (BH) 
and surface water (SW) are presented graphically 
using mean + standard deviation values according 
to each determined physicochemical and biologi-
cal characteristic. A 2-way ANOVA statistic re-
ported a significant difference between water sam-
ples and water treatment method – reverse osmo-
sis (RO) and ultra-violet (UV) as well as the inter-
actions between samples and treatment method.
Effect of water treatment on borehole and 
surface water pH 
Mean and standard deviation of water 
samples pH were 6.52+0.029, 6.76+0.197 and 
6.15+ 0.132 for borehole water (BH) treated with 
reverse osmosis (ROT), ultra- violet (UVT) and 
control (CTRL), respectively, while the surface 
water mean pH were 6.33+ 0.580, 6.41+ 0.51, 
and 6.6+ 0.53, shown in Figure 1, respectively. 
Two-way analysis of variance (ANOVA) statistic 
indicted that there was no significant difference 
in the pH of the water samples with and without 
treatment, F (1, 12) = 0.019, p>0.05 and treat-
ment method, F (2, 12) =0.449. The interactions 
between sample types and treatment were also in-
significant, F (12, 17) =1.763, p >0.05
The borehole water treated with reverse os-
mosis (ROT), ultra- violet (UVT) and control 
(CTRL) was slightly acidic in all cases (pH: 
6.52, 6.76, 6.15) for borehole water as well as 
the surface water (pH: 6.33, 6.41, 6.6). It does 
appear that the treatment produced a slight in-
crease in water pH compared to the control that 
Table 3. Instrumentation 
Parameter Instrument
pH  Orion Model 1260 Digital 
Temperature (o C) Thermometric Determination
Conductivity @25OC, µ/CM Electrometric
Turbidity NTU/FTU 2100 T-Metre
Total suspended solids (ppm) Electrometric
Total dissolved solids. (ppm) TDS Metre
Table 2. List of laboratory analytical methods
Parameter Method
pH ORION 1260
Salinity as in (chloride) mg/l APHA 4500 -CL-c
Total hardness as CaC03, mg/l AHPA 2340C
Conductivity @25OC, µ/CM Electrometric
Temperature (o C) Thermometric Determination
Total dissolved solids, ppm TDS METRE
Turbidity NTU/FTU 2100 T-METRE
Total suspended solids (TSS), 
ppm APHA 2540D
Nitrate, Sulphate, mg/l DR2800 Spectrophotometer
 Chloride ASTM D512 Titrimetric
Potassium, Magnesium, Iron, 
Manganese, Lead, Sodium, 
Heavy Metals (e.g. Cadmium, 
Arsenic and Chromium (mg/l)
AAS
Coliform MMO-MUG
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is 6.15<6.52<6.76), whereas the surface water 
pH reduced from 6.6 to 6.3 and 6.4. This may be 
attributed to the removal of acidifying minerals 
(Sieliechi et al., 2010). ROT produced BW with 
reduced acidity than the control (6.52), and UVT 
tending towards alkaline (6.8) when compared 
with the untreated SW (6.2). On the other hand, 
RO seems to produce SW which was slightly 
more acidic (6.3) than UV (6.41) when compared 
with the untreated SW (6.6). The pH values are 
within the WHO permissible limit of 6.5–7.5. 
Removing the minerals makes the water acid-
ic (often pH well below 7.0). Drinking acidic wa-
ter will not help maintain a healthy pH balance 
in the blood, which should be slightly alkaline. 
The health impacts of water with low pH have 
been confirmed by W.H.O/UNICEF (2005). The 
RO water is unhealthy because of the demin-
eralization. The water with low pH produces 
acidosis (Haern, 2010) which affects the diges-
tive enzymes. Additionally, acidic water has 
metallic taste, corrodes materials and leads to 
damage of valuable products (USEPA, 2013; 
Dirisu et al. 2016).
Effect of water treatment on temperature of 
borehole and surface water
From Figure 2, the recorded Temperature 
(°C) of water were 32.67+0.577,30.67+1.155 
and 31.33+0.577 for the borehole water (BH) 
treated with reverse osmosis RO (T), ultra- vio-
let UV (T) and control (CTRL), while the mean 
temperatures of surface water were 33.77+1.595, 
31.67+1.53, and 32.31+1.61, as shown Figure 
2. Two-way ANOVA statistic indicted that there 
was no significant difference in the temperature 
of the water samples with and without treatment, 
F (1, 12) = 2.021, p>0.05. Tht treatment meth-
ods produced a significant difference in the tem-
perature of the water samples, F (2, 12) = 0.016. 
However, the interactions between sample types 
and treatment were also insignificant, F (12, 17) = 
0.739, p>0.05. Water treatment using RO and UV 
did not significantly affect the temperature of the 
water, irrespective of the source. The temperature 
values are between 31–33°C. For the fact that RO 
systems dispense either cold, hot and or tepid wa-
ter does not necessarily matter as it is the choice 
of the user. It is rather the temperatures of the op-
erating RO machines (as well as the water pres-
sure ,among others) that affect the treated water 
quality (Gedam et al., 2012) 
Effect of water treatment on Water 
Conductivity 
Water conductivities were 40.33+2.52, 
41.67+1.53 and 42.40+0.53 for the borehole wa-
ter (BH) treated with reverse osmosis (ROT), 
ultra-violet (UVT) and control (CTRL). On the 
other hand, the values of surface water mean con-
ductivity were 425.07+315.38, 701.60+244.75, 
and 800.0+246.22, showed in Figure 3. Two-way 
ANOVA of variance statistic indicted that there 
was no significant difference in the conductivity 
Figure 1. The pH of water samples 
treaed with reverse osmosis (RO(T) and 
ultra-violet radiation (RO(T)
Figure 2. Temperature of water samples 
treated with reverse osmosis, RO (T) and 
ultra-violet radiation, UV (T)
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of the water samples with and without treatment, 
F (1, 12) = 44.29, p<0.05 and treatment method, 
F (2, 12) = 1.56, p>0.05. The interactions between 
the sample types and treatment was not signifi-
cant, F (12, 17) =1.529, p>0.05.
The RO treatment produced demineralized 
drinking water (Hearn, 2010) with the conductiv-
ity ranging from 40<41<423 μs/m for BHW and 
< 425 <701<8003μs/cm as seen in Figure 3. The 
value was lower than those reported for ground 
water, indicating a reduction from 1070 to 33 μs/
cm, a 95% reduction is in line with the findings of 
Belkacem et al., (2007). However, the conductiv-
ity values obtained were within the WHO limit of 
<20003μs/cm. Water conductivity is a measure of 
the capability of water to pass electrical flow. This 
ability is directly related to the concentration of 
ions in the water. 
Effect of water treatment on Turbidity of 
borehole and surface water 
As shown in Figure 4, the Turbidity (NTU) of 
the treated and untreated borehole water was be-
yond the detectable limit (0.00001) while the sur-
face water turbidity was 12.00+4.36, 27.41+5.37, 
and 27.28+5.51.
Two-way ANOVA statistic indicted that there 
was a significant difference in the turbidity of wa-
ter samples, F (1, 12) = 170.62, p<0.05 and the 
treatment method, F (2, 12) = 9.033, p<0.05. The 
interactions between sample types and treatment 
was also significant, F (12, 17) = 9.032, p<0.05. 
Turbidity values of the BH water treated with RO 
and UV were below detectable limit, while SW 
had turbidity ranging from 12<27.4<27.28 NTU, 
shown in Figure 4. This value is higher than the 
WHO limit of <5.00NTU. Water turbidity de-
pends on the source. Belkacem et al. (2007) re-
ported the RO-treated ground water of low tur-
bidity with a reduction from 1.3 to 0.167NTU, 
which amounts to 97–98% reduction.
Effect of water treatment on Total Suspended 
Solid (TSS) of borehole and surface water 
The TSS (g/ml) of untreated and treated 
borehole water was insignificant (0.00007+0.0, 
0.00001+0.0 and 0.00003+0.0) but the SS of 
RO(T), UV(T) and CTRL surface water were 
9.08+1.233, 46.43+4.14, and 43.57+4.524, re-
spectively, as presented in Figure 5. Two-way 
ANOVA statistic indicted that there was signifi-
cant difference in the TSS of the water samples 
with and without treatment, F (1, 12) = 752.73, 
p<0.05 and treatment method, F (2, 12) = 99.38, 
p<005. There was a significant interaction be-
tween the sample types and treatment method, 
F (12, 17) =99.38, p <0.05. The TSS of the RO-
treated water were insignificant for both BHW 
(<0.0001) but high in UV-treated SW (9.08 
<43.6< 46.4) for RO, Control and UV treat-
ment. This value is more than the WHO per-
missible limit of <5.00. The result agrees with 
the reports of insignificant amounts of solutes 
and TSS (Belkacem et al., 2006).
Figure 3. Conductivity of the water sam-
ples treated with reverse osmosis RO (T) and 
ultra-violet radiation UV (T)
Figure 4. Turbidity (g/ml) of the water samples 
treated with reverse osmosis (RO (T) and ultra-violet 
radiation (UV(T) and control
67
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Effect of water treatment on Total Dissolved 
Solid (TDS) of borehole and surface water
Mean TDS values of water were 3.50 + 2.60, 
16.67 + 2.89 and 20.71 + 8.29 for the borehole 
water (BH) treated with reverse osmosis (ROT), 
ultra- violet (UVT) and control (CTRL) respec-
tively while the surface water mean TDS were 
13.67 + 5.51, 42.06 + 2.76, and 586.66 +185.83 
(Fig. 6). Two-way analysis of variance statistic 
indicated that there was significant difference in 
the TDS of the water samples with and without 
treatment, F (1, 12) = 31.37, p<0.05 and treatment 
method, F (2, 12) =28.22, p<0.05. Interaction be-
tween the sample types and treatment was also 
significant, F (12, 17) =26.07, p <0.05.
The TDS of BHW and SW treated by RO 
were 3.5<16.7<20.7 and 13.7<5.51<586.7 for the 
UV treated water. RO is well-known for its re-
moval of dissolved nutrients and minerals in the 
produced water (Kulkarni and Kherede, 2015; 
Faruk et al. ,2010). The TDS values obtained in 
this study were within the WHO permissible limit 
of 0–999 mg/l. When applied to distilling spent 
mash waste water, RO reduced TDS by 97.9% 
(Garud et al., 2011).
Effect of water treatment on salinity of 
borehole and surface water
Mean values of water salinity were 11.83 + 
2.75, 21.57 + 1.21 and 40.67 + 1.16 for the bore-
hole water (BH) treated with reverse osmosis 
(ROT), ultra- violet (UVT) and control (CTRL) 
respectively, while the surface water salinity val-
ues were 19.97 + 0.58, 16.00 + 1.00, and 75.00 
+ 25.00, respectively, as presented in Figure 7. 
Two-way ANOVA statistic indicted that there was 
no significant difference in salinity of different 
water samples F (1, 12) = 6.42, p>0.05 but signifi-
cant difference existed in the treatment method, F 
(2, 12) = 31.04, p<0.05. The interaction between 
the sample types and treatment was also insignifi-
cant, F (12,17) = 5.81, p>0.05.
Salinity is the amount of salts present in water 
column. There was a reduction of salinity of BHW 
from 40.7 mg/l to 11.8 and 21.6 mg/l, following 
the RO and UV treatment, while SW salinity also 
Figure 5. Total Suspended Solids (TSS) (g/ml) of the 
water samples treated with reverse osmosis RO (T) 
and ultra-violet radiation (UV(T) and control
Figure 6. Total Dissolved Solid (TDS) (g/ml) of wa-
ter samples treated with reverse osmosis (RO(T) and 
ultra-violet radiation (UV(T) and control
Figure 7. Salinity (g/ml) of the water samples treated 
with reverse osmosis, RO (T) and ultra-violet radia-
tion UV (T) and control
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reduced from 75.0mg/l to approximately 20mg/l 
in the RO treated water and 16 mg/l in the UV-
treated water. These values are consistent with the 
general observations that RO removes minerals 
from water (Fuqua, 2010; Kulkarni et al, 2015). 
Effect of water treatment on Total Hardness 
of borehole and surface water 
Mean values for total hardness were 
0.69 + 0.52, 1.22 + 0.02 and 2.63 + 0.54 for the 
borehole water (BH) treated with reverse osmosis 
(ROT), ultra- violet (UVT) and control (CTRL), 
respectively, while the values for surface water 
total hardness were 0.35 + 0.56, 106.02 + 12.96, 
and 208.69 +25.00, respectively.
Two-way ANOVA statistic indicted that there 
was a significant difference in the salinity of dif-
ferent water samples F (12, 17) = 1016.29, p<0.05 
and treatment method, F (2, 12) = 349.53, p<0.05. 
The interaction between sample types and treat-
ment was also significant, F (12, 17) = 336.78, 
p<0.05. Total hardness equally reduced from 2.63 
mg/l to 0.69 and 1.2 mg/l in the RO-treated BHW 
and UVT water, respectively, while total hard-
ness of SW significantly reduced from 208.7 to 
0.35 and 106 mg/l, as shown in Figure 8. How-
ever, total hardness in the treated water and con-
trol were below the WHO standard of <250 mg/l. 
The results show that RO was more effective in 
removing the substances that causes hardness 
(Mohammed et al., 2013). Total hardness is the 
direct measurement of hardness (Ca2+ + Mg2+). 
Total hardness in drinking water has an important 
role, since considerable numbers of studies, for 
example, in the USA, have indicated a correlation 
between hardness or TDS and mortality, especial-
ly the cardiovascular disease (Janna et al., 2016).
Effect of water treatment on nutrients levels 
of borehole and surface water (Nitrate and 
Sulphate) 
The mean levels of nitrate ion in water samples 
were 0.11 + 0.012, 0.20 + 0.095 and 0.21 + 0.105 
for the borehole water (BH) treated with reverse 
osmosis (ROT), ultra- violet (UVT) and control 
(CTRL), respectively, while the surface water had 
higher mean nitrate level of 126.67+ 47.26, 29.75+ 
18.21, and 180.42+ 26.12, as presented in Figure 
9. Two-way ANOVA statistic showed significant 
differences in the nitrate concentrations for both 
water samples, with and without treatment, F (1, 
12) = 104.50, p<0.05 and treatment method, F (2, 
12) = 16.15, p<0.05. There were also significant 
interactions between the water sample types and 
treatment, F (12, 17) =16.16, p <0.05.
The concentrations of sulphate ions in the 
treated and untreated water had mean values of 
1.37+0.55, 1.41+ 0.62 and 1.41+ 0.62 for the 
borehole water (BH) treated with reverse os-
mosis (ROT), ultra- violet (UVT) and control 
Figure 8. Concentration of Total Hardness (g/ml) in 
the borehole and surface water samples treated with 
reverse osmosis RO (T) and ultra-violet radiation UV 
(T) and untreated water (CTRL)
Figure 9. Concentration of nitrate (NO3-) (g/ml) of 
the water samples treated with reverse osmosis (RO 
(T) and ultra-violet radiation (UV (T) and control
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(CTRL), respectively, while the surface water had 
39.03+ 14.88, 127.30+ 14.88, and 17.64+ 2.51, 
on average, as shown in Figure 10. 
Moreover, two-way analysis of variance 
statistic indicted a significant difference in the 
sulphate levels of the water samples with and 
without treatment, F (1, 12) = 40.69, p<0.05 and 
treatment method, F (2, 12) = 12.76, p<0.05. The 
interactions between sample types and treatment 
were also significant, F (12, 17) =12.76, p<0.05.
The effect of water treatment on nutrients in 
water always varies depending on the feed water 
source and geological, as well as human activi-
ties around the water source. There were very low 
nitrate levels in the BH water treated with RO 
and UV (0.11<0.12), as presented in Figure 10. 
SW had higher nitrate levels, which were reduced 
from 180.4 mg/l to 126.7 and 29.29 mg/l for RO 
and UV treatment, respectively. The results also 
indicated a reduction when compared with the 
control samples, although all samples were below 
the 250 mg/l level permitted by W.H.O (2004a). 
In a related study, Belkacem et al. (2006) reported 
a 88.18% reduction in nitrate for the RO-treated 
ground water used for beverage industry. 
The sulphate levels were lower in the BHW 
(from 0.62–1.41 mg/l) than SW (17–127 mg/l) 
(and values were within the WHO permissible 
limits of <250 mg/l. Both treatment methods ap-
pear to have no reduction effect on the treated wa-
ter, seen in Figure 10.
Effect of water treatment on the 
Concentration of mineral elements (Sodium, 
Potassium) of borehole and surface water 
Mean levels of sodium in water samples were 
0.01 + 0.00, 0.073 + 0.01 and 0.08 + 0.01 for the 
borehole water (BH) treated with reverse osmosis 
(ROT), ultra- violet (UVT) and control (CTRL), 
respectively, while the mean levels of surface wa-
ter sodium were 34.17+ 3.33, 19.68+ 0.59 and 
36.48+ 7.71, respectively (Figure 11). Two-way 
analysis of variance statistic indicted that there 
was a significant difference in the concentration 
of sodium ion in the water samples with and with-
out treatment, F (1, 12) = 3.34, p<0.05 and the 
treatment method, F (2, 12) = 10.50. The inter-
actions between the sample types and treatment 
were also significant, F (12, 17) = 10.51, p <0.05.
The concentrations of magnesium in the water 
samples were 0.01 + 0.00, 0.33 + 0.25 and 0.06 
+ 0.02 in the borehole water (BH) treated with 
reverse osmosis (ROT), ultra- violet (UVT) and 
control (CTRL), respectively, while the surface 
water mean magnesium levels were 33.00+ 8.18, 
20.93+0.75, and 40.52+23.51, respectively (Fig-
ure 12). Two-way analysis of variance statistic in-
dicted that there was no significant difference in 
the Mg levels of the water samples with and with-
out treatment, F (1,12) = 98.17, p<0.05 and the 
treatment method, F (2, 12) = 11.69. The interac-
tions between the sample types and treatment was 
also significant, F (12, 17) =11.86, p <0.05.
Figure 10. Concentration of sulphate (SO42-) (g/ml) 
in borehole and the surface water samples treated 
with reverse osmosis (RO (T) and ultra-violet radia-
tion (RO (T) and control
Figure 11. Concentration of sodium (Na+) ion in 
the borehole and surface water samples treated with 
reverse osmosis (RO) (T) and ultra-violet radiation 
(UV) (T) and untreated water (CTRL) 
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The mean levels of potassium ( K) in water 
samples were 0.01 + 0.01, 1.27 + 0.64 and 2.89 
+ 0.19 for the borehole water (BH) treated with 
reverse osmosis (ROT), ultra-violet (UVT) and 
control (CTRL), respectively, while the surface 
water mean K levels were 30.54 + 1.30, 35.00 + 
5.00, and 56.7 + 16.07, respectively (Figure 13). 
Two-way analysis of variance statistic indicted 
that there was significant a difference in the con-
centrations of K in the water samples with and 
without treatment, F (1, 12) = 146.39, p<0.05 
and the treatment method, F (2, 12) = 7.44, 
p<0.05. However, the interactions between the 
sample types and treatment was not significant, 
F (12, 17) = 5.00, p>0.05.
Mineral elements, such as sodium, magnesium 
and potassium had significantly reduced levels 
(p<0.05) in Figures 11–13. This is also consistent 
with the rationale for the RO treatment, which is 
aimed at removing or reducing the high mineral 
content of the feed water (Janna et al., 2016). The 
result conforms to the high reduction rate in K ion 
(94.65%) (Belkacem et al., 2006); and reduction 
of magnesium (from 31.2 to between 9.5–18.2) 
calcium (from 90.3 to between 5.3–25.0) and TH 
(from 359 mg/l to between 45.7–134.3) as report-
ed by Mohammed et al., (2013). In general, it can 
be noticed that the mean concentrations of these 
constituent were lower than WHO (WHO STD) 
drinking water standards. Gedam et al. (2012) 
equally affirmed that RO removes 95% to 98% 
of fluoride, TDS, sulphate, iron and other ground 
water contaminants under optimized conditions. 
Different parameters, such as pH, pressure and 
temperature affect the RO membrane efficiency. 
Thus, proper control of these factors is essen-
tial for a successful operation and maintenance. 
A RO Membrane generates huge quantity of 
reject water (i.e. 65–75%). 
Effect of water treatment on the 
concentration of Heavy Metals of the 
borehole and surface water (Cd, Fe, Pb, As 
and Cr)
The concentrations of cadmium in water 
samples were insignificant (0.00+0.00) for the 
borehole water (BH) treated with reverse osmosis 
(ROT), ultra-violet (UVT) and control (CTRL), 
while the surface water mean Cd levels were 
0.00+ 0.00, 0.04+0.04, and 4.73+6.40, respec-
tively (Figure 14). Two-way analysis of variance 
statistic indicted that there was no significant dif-
ference in the Cd levels of the water samples with 
and without treatment, F (1, 12) = 1.67, p>0.05 
and the treatment method, F (2, 12) = 1.68, 
p>0.05. The interactions between sample types 
and treatment were also insignificant, F (12, 17) 
= 1.63, p >0.05.
The concentrations of Iron (Fe) in the wa-
ter samples were 0.00+ 0.00, 0.01+0.00, and 
0.02+0.01 for the borehole water (BH) treated 
with reverse osmosis (ROT), ultra-violet (UVT) 
and control (CTRL), while the surface water mean 
Iron levels were 0.00 + 0.00, 1.40 + 0.17, and1.45 
+ 0.18, respectively (Figure 15). Two-way anal-
ysis of variance statistic indicted that there was 
Figure 13. Concentration of potassium (K) ion (g/ml) 
in the borehole and surface water samples treated 
with reverse osmosis (RO (T) and ultra-violet radia-
tion (UV (T) and untreated water (CTRL) 
Figure 12. Concentration of magnesium (Mg) (g/ml) 
in the borehole and surface water samples treated 
with reverse osmosis (RO (T) and ultra-violet radia-
tion (UV (T) and untreated water (CTRL) 
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a significant difference in the Fe levels of water 
samples with and without treatment, F (1, 12) = 
378.78, p<0.05 and the treatment method, F (2, 
12) = 98.41, p<0.05. The interactions between the 
sample types and treatment were also significant, 
F (12, 17) = 94.76, p <0.05.
The concentrations of Pb in the water samples 
were insignificant (0.00+ 0.00) for all borehole 
water (BH) treated with reverse osmosis (ROT), 
ultra- violet (UVT) and control (CTRL), while the 
surface water Pb levels were 1.03 + 0.50, 4.90 + 
0.62, and 16.17 + 1.07, respectively (Figure 16). 
Two-way analysis of variance statistic indicted 
that there was a significant difference in the Pb 
levels of water samples with and without treat-
ment, F (1, 12) = 245.8, p<0.05 and the treatment 
method, F (2, 12) = 36.02, p<0.05. The interac-
tions between sample types and treatment were 
also insignificant, F (12, 17) = 36.02, p <0.05.
The concentrations of arsenic in the water 
samples were insignificant (0.00+ 0.00) for all 
borehole water (BH) treated with reverse osmosis 
(ROT), ultra-violet (UVT) and control (CTRL), 
while the surface water as levels were 0.34 + 0.56, 
0.49 + 0.51, and 10.77 + 0.63, respectively (Fig-
ure 17). Two-way analysis of variance statistic 
indicted that there was a significant difference in 
the As levels of water samples with and without 
treatment, F (1, 12) = 6.34, p<0.05 and the treat-
ment method, F (2, 12) = 0.34, p>0.05. The inter-
actions between the sample types and treatment 
was also insignificant, F (12, 17) = 0.34, p>0.05.
The concentrations of Cr in the water samples 
were insignificant (0.00+ 0.00) for all borehole 
water (BH) treated with reverse osmosis (ROT), 
ultra- violet (UVT) and control (CTRL), while the 
surface water mean levels were 0.34 + 0.58, 7.14 
+ 1.65, and 9.19 + 0.74, respectively (Figure 18).
Two-way analysis of variance statistic indict-
ed that there was a significant difference in the Cr 
levels of water samples with and without treat-
ment, F (1, 12) = 230.6, p<0.05 and the treatment 
Figure 14. Concentration of cadmium (Cd-) (g/ml) in 
the borehole and surface water samples treated with 
reverse osmosis (RO (T) and ultra-violet radiation 
(UV(T) and untreated water (CTRL) 
Figure 15. Concentration of iron (Fe) (g/ml) in the 
borehole and surface water samples treated with 
reverse osmosis (RO) (T) and ultra-violet radiation 
(UV(T) and untreated water (CTRL) 
Figure 16. Concentration of lead (Pb) (g/ml) in the 
borehole and surface water samples treated with re-
verse osmosis (RO (T) and ultra-violet radiation (UV 
(T) and untreated water (CTRL) 
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method, F (2, 12) = 53.47, p<0.05. The interac-
tions between the sample types and treatment was 
also significant, F (12, 17) = 53.47, p <0.05.
Heavy metals in drinking water can cause 
various health effects on humans and animals 
(Kulkarni and Kherede, 2015). The concentra-
tions of heavy metals in the treated water were 
as follows: Cd not detected (<0.0001) except for 
control in surface water where levels were up to 
4.73 mg/l; the Fe levels ranged from nil (<0.001) 
to 1.45 mg/l; the Cu levels were significantly, high 
ranging from 0.001 in RO (T) to 0.27 in UV(T) in 
BHW and from 0.36 to 3.61 in the surface water 
treated. The arsenic level in BHW was extremely 
low compared to the level in the treated surface 
water. Lead was not detected in BHW but had 
the level ranging from 1.3 to 4.9 in RO (T) and 
UV (T) water. The health effects of heavy metals 
in drinking water have been reported by several 
authors (Hearn, 2010) For example, exposure to 
the arsenic levels as low as 50 μg/L (o.o5mg/l) 
cause skin lesions (Mcdonald, 2007). The arse-
nic ingestion causes characteristic pigmentation 
changes in the skin of the trunk and limbs and 
nodular keratosis on the palms and soles. Cancers 
and other disorders have been associated with the 
consumption of heavy metals in drinking water.
Effect of water treatment on total Coliform in 
the borehole and surface water 
Total Coliform count in the water samples 
were insignificant (<0.0001), for the borehole 
water (BH) treated with reverse osmosis (ROT), 
ultra-violet (UVT) and control (CTRL), while 
the surface water total Coliform were 1.07+0.06, 
11.4 +,1.01, and 15.00+0.00, respectively (Fig-
ure 19). Two-way analysis of variance statistic 
indicted that there was a significant difference 
in the total Coliform count of water samples 
with and without treatment, F (1, 12) = 2199.11, 
p<0.05 and the treatment method, F (2, 12) = 
457.93, p<0.05. The interactions between the 
sample types and treatment was not significant, 
F (12, 17) = 457.93, p>0.05.
There was no Coliform detected in the water 
samples (<0.0001), for the borehole water (BH) 
treated with reverse osmosis (ROT), ultra-violet 
(UVT) and control (CTRL), while the surface wa-
ter total Coliform count ranged from 1.07MPN/
ml – 15.00, as presented Figure 19. RO is reported 
for its efficiency in removing certain pathogenic 
microorganisms – bacteria and protozoa, while the 
UV systems completely destroy them. According 
to Lehtola et al. (2003), UV irradiation at a wave-
length of 253.7 nm (UV
254
) is commonly used for 
drinking water disinfection. The authors reported 
that 90% of bacteria in drinking water were in-
activated with the UV
254
-irradiation doses below 
50 mW s/cm2 while a high dose (501 mW s/cm2) 
Figure 17. Concentration of arsenic (As) (g/ml) in 
the borehole and surface water samples treated with 
reverse osmosis (RO (T) and ultra-violet radiation 
(UV (T) and untreated water (CTRL) 
Figure 18. Concentration of chromium (Cr) (g/ml) in 
the borehole and surface water samples treated with 
reverse osmosis (RO (T) and ultra-violet radiation 
(UV (T) and untreated water (CTRL)
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of UV
254
 radiation inhibited the microbial growth 
in water. At sufficiently high doses, all water-
borne enteric pathogens are inactivated by the UV 
radiation. Most low-pressure mercury lamp UV 
disinfection systems can readily achieve the UV 
radiation doses of 50–150 MJ/cm2 in high quality 
water, and – therefore – efficiently disinfect es-
sentially all waterborne pathogens. 
In spite of this level of inactivation, the pres-
ence of dissolved organic matter, such as natural 
organic matter, certain inorganic solutes, such as 
iron, sulphites and nitrites, and suspended matter 
(particulates or turbidity) tends to absorb the UV 
radiation or shield microbes from the UV radia-
tion, resulting in lower delivered UV doses and 
reduced microbial disinfection. Another concern 
about disinfecting microbes with lower doses of 
UV radiation is the ability of bacteria and oth-
er cellular microbes to repair the UV-induced 
damage and restore infectivity, a phenomenon 
known as reactivation. UV light inactivates mi-
croorganisms by damaging deoxyribonucleic 
acid (DNA) and ribonucleic acid (RNA). When 
DNA and RNA absorb UV light, dimers (cova-
lent bonds between the same nucleic acids) are 
formed, resulting in damage.
CONCLUSION
The study attempted to ascertain the effec-
tiveness of reverse osmosis (RO) and ultra violet 
(UV) radiation on drinking water quality using 
borehole and surface water as the raw feed water. 
The results indicate that RO significantly reduced 
salt, most other inorganic material present in the 
water, and some organic compounds. With a qual-
ity carbon filter to remove any organic materials 
that percolate through the filter, the purity of the 
treated water approaches that produced by distil-
lation. The treated water seemed to have low con-
centrations of minerals required for maintaining 
good health. Many factors impact the RO mem-
brane efficiency in reducing the amount of con-
taminants in the water. These include the water 
pH, temperature and pressure; the concentration 
and chemical properties of contaminants as well 
as the membrane type and condition. UV, on the 
other hand was effective in disinfecting water by 
reducing, Coliform bacteria, which are regarded 
as indicators of faucal contamination of water. 
UV produced minimal effect on the levels of min-
erals in the treated water. However, to be effective 
as water disinfectant, the feed water in the UV 
systems should be turbid free and devoid of col-
loidal particles, which could interfere with light 
transmission in the water column. 
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